
Signage Detail Exterior Alarm Horn/Strobe 

Refer to Policy #20-2004 for additional information. 
 
 
 
 
 
 

 Fire Access 
 XXXX  

 Fire Department Keybox 
 
 
 
 
 
 FDC Sign 

 P Fire Department Connection (FDC) 

 
 11” x 11” NFPA 704 Diamond 

Required in commercial/industrial buildings where 
chemicals are stored. 
 

 
 
 Signage Type Height Above Finished Grade to Center Item 
 NPFA 704 12 inches  
 Fire Department Connection (FDC) 42 inches 
 FDC Sign 50 inches +/- 
 Fire Department Keybox 60 inches +/- 
 Exterior Alarm Horn/Strobe 120 inches +/- 


